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Name: CH3C Name: LS3C Name: CL3C
Location: Volts: 480/277 Wye A.l.C. Rating: 18000 Location: Volts: 480/277 Wye A.L.C. Rating: 18000 Location: Volts: 120/208 Wye A.l.C. Rating: 10000
Supply From: Phases: 3 Mains Type: MLO Supply From: Phases: 3 Mains Type: MLO Supply From: 15KVA Phases: 3 Mains Type: MCB
Mounting: Surface Wires: 4 Mains Rating: 250 A Mounting: Surface Wires: 4 Mains Rating: 125 A Mounting: Surface Wires: 4 Mains Rating: 100 A
Enclosure: Type 1 MCB Rating: Enclosure: Type 1 MCB Rating: Enclosure: Type 1 MCB Rating: 60 A
Notes: EXISTING SQUARE D TYPE NF, CRITICAL BRANCH Notes: EXISTING SQUARE D TYPE NEHB, LIFE SAFETY BRANCH Notes: EXISTING SQUARE D NQOD, CRITICAL BRANCH
CKT Circuit Description Notes | Trip | Poles Poles | Trip | Notes Circuit Description CKT CKT Circuit Description Notes | Trip | Poles A B o] Poles | Trip | Notes Circuit Description CKT CKT Circuit Description Notes | Trip | Poles A Trip | Notes Circuit Description CKT
1 Spare 20 1 3 20 (E) 15KVA PANEL CL3C 2 1 Emergency/Egress Lighting 20 1 1 20 Spare 2 1 MH Office 20 1 720 I 0 20 (E) Circuit 2
3 |Spare 20 1 -- - - 4 3 |Spare 20 1 1 20 Spare 4 3 |MH Office 20 1 20 MH Group, Nurses Office 4
5 |Spare 20 | 1 pdl ) 0 12830 - - - 6 5 |Spare 20 | 1 1 20 Spare 6 5 |Undercounter Refrig. 20 | 1 20 Pyxis 6
7 |Spare 20 1 1 20 Spare 8 7 |Space - - - — Space 8 7 | MH Office 20 1 20 MH Office 8 o
9 |Spare 20 1 1 20 Spare 10 9 |Space - - - - Space 10 9 |MH Office 20 1 20 MH Office 10
11 |Spare 20 1 1 20 Spare 12 11 |Space — - - — Space 12 11 |VAV Control Power 20 1 20 Reception 12
13 |Spare 20 1 1 20 Spare 14 13 |Space - - - - Space 14 13 VAV Control Power 20 1 20 (E) Elec. Rm. 14
15 |Spare 20 1 1 20 Spare 16 15 |Space - - - - Space 16 15 {Door Operator 20 1 20 Spare 16
17 |Spare 20 1 1 20 Spare 18 17 |Space - - - - Space 18 17 |MH Office 20 1 20 Spare 18
19 |Space - - - - Space 20 19 |Space - - - - Space 20 19 | MH Office 20 1 20 Spare 20
21 |Space -~ -- -- -- Space 22 21 |Space - - - - Space 22 21 |Space - -- - Space 22
23 |Space - - - - Space 24 23 |Space - - - -- Space 24 23 | Space - -- - Space 24
25 |Space - | - - - Space 26 25 |Space - - 3 |100 (E) Circuit 26 25 |Space - | - - Space 26
27 |Space - - - - Space 28 27 |Space - - - - - 28 27 |Space - -- - Space 28
29 |Space _ - - Space 30 29 |Space N 0 0 - _ - 30 29 |Space - | - 1 o | o - - Space 30
Total| 3200VA | 3530VA | 2830VA Total| 1780 VA 0VA 0VA Total| 3200VA | 3530VA | 2830 VA
Total 12A 13 A 10 A Total 6A 0A 0A Total 27A 30A 24 A
Load Classification Connected Load | Demand Factor Estimated Panel Totals Load Classification Connected Load | Demand Factor Estimated Panel Totals Load Classification Connected Load | Demand Factor Estimated Panel Totals
Other 1650 VA 100.00% 1650 VA Lighting 1780 VA 125.00% 2924 VA Other 1650 VA 100.00% 1650 VA
Receptacle 7910 VA 100.00% 7910 VA Total Conn. Load: | 9560 VA Other 0 VA 0.00% 0 VA Total Conn. Load:| 1780 VA Receptacle 7910 VA 100.00% 7910 VA Total Conn. Load: | 9560 VA o
Total Est. Demand: | 9560 VA Total Est. Demand: | 2224 VA Total Est. Demand: | 9560 VA
Total Conn. Current: |11 A Total Conn. Current: |2 A Total Conn. Current: |27 A
Total Demand Current: (11 A Total Demand Current:|3 A Total Demand Current: |27 A
Notes: Notes: Notes:
NOTE: ALL BREAKERS ARE EXISTING TO REMAIN UNLESS OTHERWISE NOTED. ALL BREAKERS ARE EXISTING TO REMAIN UNLESS OTHERWISED NOTED NOTE: ALL BREAKERS ARE EXISTING TO REMAIN UNLESS OTHERWISE NOTED.
Name: CL3A Name: LL3A Name: LL3C
Location: ELECTRICAL 139 Volts: 120/208 Wye A.l.C. Rating: 10000 Location: ELECTRICAL 139 Volts: 120/208 Ve A.l.C. Rating: 10000 Location: Volts: 120/208 Wye A.L.C. Rating: 10000
Supply From: 15KVA Phases: 3 Mains Type: MCB Supply From: 30KVA Phases: 3 Mains Type: MCB Supply From: 30KVA Phases: 3 Mains Type: MCB L
Mounting: Surface Wires: 4 Mains Rating: 100 A Mounting: Surface Wires: 4 Mains Rating: 125 A Mounting: Surface Wires: 4 Mains Rating: 125 A
Enclosure: Type 1 MCB Rating: 60 A Enclosure: Type 1 MCB Rating: 125 A Enclosure: Type 1 MCB Rating: 60 A
Notes: EXISTING SQUARE D NQOD, CRTICAL BRANCH ' Notes: EXISTING SQUARE D NQOD, NORMAL POWER Notes: EXISTING SQUARE D NQOD, NORMAL POWER
CKT Circuit Description Notes | Trip | Poles A B C Poles | Trip | Notes Circuit Description CKT CKT Circuit Description Notes | Trip | Poles A B Cc Poles | Trip | Notes Circuit Description CKT CKT Circuit Description Notes | Trip | Poles A B c Poles | Trip | Notes Circuit Description CKT
1 |MH Office 20 1 11 20 TRP Office 2 1 | MH Office 20 1 1 20 TRP Office 2 1 |MH Office 20 1 720 20 Medication, Reception 2
s [T ot o | - ; A — - i ! L come - —r :
, , ice, Telemedic rou ice 720 ice
5 |TRP Office 20 ! ! 20 TRP Office 7 |Refrigerator 20 1 1 20 Disposer ° 8 7 |MH Office 20 1 20 MH Office 8
7 |Spare 20 | 1 1120 TRP Office 8 9 |Staff Lounge Counter 20 | 1 1 20 Vending 10 9 |MH Office 20 | 1 900 | 20 MH Office 10 ~
9 |Spare 20 1 1 20 TRP Group, Telemedic 10 11 |Vending 20 1 1 20 TRP Office, Restroom 12 11 |MH Office 20 1 20 Nurses Office 12 )
11 |(E) L.T. Closet 20 | 1 1 |20 (E) Elec. Rm. 12 ]2 :nipo?fﬁicec f ;g 1 1 gg ga“‘:”t Lounge 12 12 \T/fea;f“ent 28 1 50 Spare 12
ice, Conference onference endin - -
13 |(E)I.T. Closet 20 1 1120 TRP Group, Conference 14 17 [TRP Group 20 | 1 1 20 TRP Office 18 e 20 [ 1 20 Vending 18
15 | MH Office 20 | 1 1120 MH Office 16 19 |TRP Office, Jan, Restroom 20 | 1 1 |20 MH, TRP Office 20 19 |MH Office 20 | 1 20 Waiting 20
17 |Spare 20 1 OVA | OVA 1 20 Spare 18 21 |EWC 20 1 2 30 Spare 22 21 |Spare 20 1 20 Waiting 22
19 |Space - - N _ Space 20 23 |MH Office, Staff Lounge 20 1 - -~ - 24 23 |Spare 30 2 20 Spare 24
21 |Space ~ ~ - . Space > 25 |TRP Office 20 1 1 20 EWC 26 25 |-- - - 20 Spare 26
27 |Spare 20 1 1 20 Spare 28 27 |Spare 20 1 20 Spare 28
23 |Space - - W VA|OVA| - | - Space 24 29 |Spare 20 | 1 1 | 20 Spare 30 29 |Spare 20 | 1 20 Spare 30 T
Total| 2700 36 1440 VA 31 |Spare 20 | 1 1 | 20 Spare 32 31 |Space - | - - Space 32
Total 24A 32A 12A 33 |Spare 20 | 1 1 20 Spare 34 33 |Space - | - - Space 34
Load Classification Connected Load | Demand Factor Estimated Panel Totais 35 |Spare 20 1 1 20 Spare 36 35 |Space - -- -- Space 36
Receptacle 7740 VA 100.00% 7740 VA 37 |Space -- - - - Space 38 37 |Space - - - Space 38
Total Conn. Load: | 7740 VA 39 |Space - - - - Space 40 39 |Space - - - Space 40
Total Est. Demand: | 7740 VA 41 |Space - | - - | - Space 42 41 |Space - b 0 0 - Space 42
Total Conn. Current: |21 A Total| 9636 VA 7020 VA 5580 VA Total| 5760 VA 5760 VA 5220 VA )
Total Demand Current: |21 A Total 82 A 60 A 47 A Total 49 A 49 A 44 A £
Load Classification Connected Load | Demand Factor Estimated Panel Totals Load Classification Connected Load | Demand Factor Estimated Panel Totals
Notes: Motor 1440 VA 112.50% 1620 VA Motor 720 VA 125.00% 900 VA
NOTE: ALL BREAKERS ARE EXISTING TO REMAIN UNLESS OTHERWISE NOTED. Receptacle 15480 VA 82.30% 12740 VA Total Conn. Load: | 22236 VA Receptacle 14220 VA 85.16% 12110 VA Total Conn. Load: | 16740 VA
Kitchen Equipment - Non-Dwelling Unit 5316 VA 65.00% 3455 VA Total Est. Demand: | 17815 VA Kitchen Equipment - Non-Dwelling Unit 1800 VA 100.00% 1800 VA Total Est. Demand: | 14810 VA
Total Conn. Current: |62 A Total Conn. Current: |46 A
Total Demand Current: |49 A Total Demand Current: |41 A
Notes: Notes: S
NOTE: ALL BREAKERS ARE EXISTING TO REMAIN UNLESS OTHERWISED NOTED. NOTE: ALL BREAKERS ARE EXISTING TO REMAIN UNLESS OTHERWISED NOTED.
Revision Date CONSU LTANTS, ARCH 'TECT. Drawing Title Project Title Project Number G.V. (SON NY)
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